INTERIOR COMPONENTS SAMPLE LAYOUT DRAWING

BREAKER
W /BASE \

%% 1KM4
5] [9] [
— T,
04090 4 g
o] {0 (¢}

SSt
SOFT STARTER

460 VOLT

NOO:5 CT'S
/ TYPICAL FOR 3

(1MS)
SYMCOM 777 \

RELAYS

/-—— FU4

CONTROL
TERMINALS AN

RELAY SCHEDULE
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E — 1TDFAN

NOTE: FUSES FU1, FU2 AND FU3 ARE LOCATED ON
TRANSFORMER TR-1. REVISION DATE: 4/11/2011

SAN_BERNARDINO MUNICIPAL WATER DEPARTMENT | REYES
DD, | AR 1Y INTERNAL COMPONENTS LAYOUT SBMWD
M.H.L. APR. 05
REVISION DATE APPROV 4/p Yo / / Wi1.4
scALE:  NONE PROVED lofu flr

MATTHEW H. LITCHFIELD, P.E. RCE 58079




