ELECTRICAL SERVICE REQUIREMENTS

TYPICAL SERVICE CONVERSION FROM
OVERHEAD TO UNDERGROUND
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NOTES:
rf

1. Customer to Furnish Conduits, Pullboxes,
Adapters, Gutters, Trench and Backfill.

2.  For cable-in-conduit install 2%’ min. rigid
conduit to 6 min. and 8’ max. below grade.

LQ— SEE NOTE 2

For direct-burial cables install 2 min. rigid

conduit to 18" min. below grade. N || VARS8
Exposed PVC conduit, where acceptable to i * 1
|°::’ i':watgtion agency, shall be minimum e ,?"-‘; I
schedule 80. O S 1
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